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Project Details:

	Name
	Northwestern EHV

	Description
	Construction of 214km of 500kV transmission line stretching from Labrador to San Manuel to San Jose, including 500/230kV step-down transformers and associated switching facilities.

	Date Commissioned
	2000


Project classification:

	Rank 
	COMPLETED
	(Ongoing; 1st Priority; 2nd Priority)

	Project Driver Classification 
	Load Growth
	(Load Growth; Network non-growth; network control / safety / metering; non network)

	Project Type Classification
	0% Replacement
100% New Assets
	(Replacement; Refurbishment; New Assets)

	Disbursement for the period 2005-2010 in (Millions)
	Forex USD 0
	Local P 43.89
	Total P 43.89


Project Need:
	Project Purpose
	The project aims to provide additional high capacity transmission lines (500kV)  for the large generating plants in North of Luzon and transform them into lower transmission levels (230kV)

	Impact if Project not implemented
	· The combined generation output of the plants in the North of Luzon will be limited to approximately 800MW in order not to violate the N-1 criterion.

	Reason for ranking project commissioning date relative to other projects
	· This is a completed project. Disbursements for the period 2005-2010 only cover the settlement for the remaining Right-of-Way.
· Without this project, generators’ output are constrained by as much as 1,438 MW




Performance measures with / without project:
	Parameter Under Consideration
	Without the Project
	With the Project

	Total maximum dispatch as percentage of Total Generation Capacity of 3,340MW
	23.95
	67


	Total generation curtailed (MW)
	2540
	1102


� This limitation is due to San Manuel-Concepcion-Mexico 230kV line which gets constrained whenever Pantabangan-Cabanatuan line trips
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