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Project Details:

	Name
	Sucat-Sta Mesa-Balintawak

	Description
	Construction of 34km Sucat-Araneta-Balintawak 230kV line, plus 3x300MVA transformers each, and switching facilities, at Sucat and Araneta

	Date Commissioned
	2000


Project classification:

	Rank 
	COMPLETED
	(Ongoing; 1st Priority; 2nd Priority)

	Project Driver Classification 
	Load Growth
	(Load Growth; Network non-growth; network control / safety / metering; non network)

	Project Type Classification
	0% Replacement
100% New Assets
	(Replacement; Refurbishment; New Assets)

	Disbursement for the period 2005-2010 in (Millions)
	Forex USD 0
	Local P 19.53
	Total P 19.53


Project Need:
	Project Purpose
	The project aims to supply the new 230kV Araneta S/S via Sucat-Araneta and Araneta-Balintawak 230kV lines.

	Impact if Project not implemented
	· The existing transformers at Sucat and Balintawak S/S delivery points will be overloaded.
· It will be very hard to address the fast increasing load of Meralco because the existing TransCo delivery points and Meralco’s line drawing from these stations are already very much strained.

	Reason for ranking project commissioning date relative to other projects
	· This is a completed project. Disbursements for the period 2005-2010 only cover the settlement for the remaining Right-of-Way.
· Without this project, the transformers at Sucat and Balintawak, and the Meralco lines drawing from these stations will not be sufficient to supply the demand of Meralco. By 2005, the amount of load that should be curtailed during peak, to avoid this overloading, is 776MW.



Performance measures with / without project:
Without project:

	Parameter Under Consideration
	2005
	2006
	2007
	2008
	2009
	2010
	2011
	2012+

	Amount of MVA that will be curtailed during peak condition (Figures shown are the loading of Araneta S/S, which could not be served by the existing stations and existing Meralco lines)

	Araneta area
	776.32
	580.85
	591.16
	559.77
	603.89
	597.27
	657.94
	762.84


With the project:

	Parameter Under Consideration
	2005
	2006
	2007
	2008
	2009
	2010
	2011
	2012+

	Amount of MVA that will be curtailed during peak condition

	Araneta area
	-
	-
	-
	-
	-
	-
	-
	-
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